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SECTION A-A

NOTES:

1.)  WHEN CONSTRUCTION IS WITHIN FDOT JURISDICTION, ADDITIONAL
REQUIREMENTS OF THE UTILITY ACCOMMODATION GUIDE SHALL BE MET.

2.) WHERE PRACTICAL, CASING SHALL EXTEND 10" BEYOND EDGE OF PAVEMENT
AND SHALL NOT BE LESS THAN 6’ BEYOND EDGE OF PAVEMENT IN ANY
CASE. THE CITY MAY REQUIRE LONGER CASING FOR DEEPER BORES.

3.) CASING PIPE JOINTS SHALL BE MADE BY USING A FULL CIRCUMFERENCE
COMPLETE PENETRATION GROOVE WELD.

CARRIER & CASING SIZE

CARRIER

4” 6 8 10" 12" 14" 16" 18” 20" 24"

CASING

127 14" 16" 18" 20" 24" 30" 30" 30" 36"

CASING / WALL THICKNESS| 0.250'] 0.250' 0.250°| 0.250| 0.250° 0.2507 0.3127 0.3127 0.312’| 0.375’
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